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EXTERNAL ELECTRIFICATION

630A(3P)

(25 kA)

VCB (Draw Out Type)

HT

PANEL

IDMTL

Relay

M

1x3C, 240sq.mm AL armoured cable

LEGEND:-

M

ON

IDMTL

Relay

33KV Grade Cable

30VA

Gang Operated Switch

HG Fuse

33/0.433KV, 630KVA

Z=5.25%, ONAN Dyn11

OFF LTC(+7.5% to -12.5%)

1. Transformer should have inbuilt WT, OT, Buchholz's Relay &

Announciation Facia for proper protection during operation.

1x3C, 240 sq.mm AL armoured cable

33KV Grade Cable

RAA / CISF / EXTERNAL ELECTRIFICATION/E-09

Tapping from nearby 33KV

Two Pole Structure

33KV line 


