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Brahmaputra Cracker and Polymer Limited
(A Govt of India Enterprise)

An 1SO Certified Company (IS0 9001:2015, ISO 14001:2015, IS0 45001:2018 & ISO 50001:2018)

TFeH HEIT/Rel. No.: BCPL/C&P/LE25W061DD/03460

RIS Y,

o €t 9. we., dUTHe-786006

QUTY: +916900177247

Administrative Building,
BCPL, Lepetkata-786006
Dibrugarh, Assam, India
Tel: + 916900177247

&R/ Dated: 26.09.2025

CORRIGENDUM-II & CLARIFICATION TO BIDDER’S PRE-BID QUERIIES-1

TO,
PROSPECTIVE BIDDER(s)

SUB: ISSUANCE OF COORIGENDUM NO-II & CLARIFICATION TO BIDDER’S PRE-BID
QUERIES-I AGAINST e-TENDER ID. 2025_BCPL 246960 1 dated 30.08.2025 UNDER BCPL

TENDER DOCUMENT NO.

BCPL/C&P/LE25W061DD/03460

FOR  “DESIGN,

ENGINEERING, SUPPLY, INSTALLATION AND COMMISSIONING OF AUTOMATIC RIM
SEAL PROTECTION SYSTEM FOR EXTERNAL FLOATING ROOF NAPHTHA STORAGE

TANKS AT BCPL, LEPETKATA”.

Dear Sir(s)/Madam(s),

With reference (o the above-mentioned Tender. Corrigendum No. I is being issued towards Section-11 & 111
of the BCPL Tender Document and Clarification towards Bidder’s Pre-Bid Qucrics:

A. Towards Section-11 of BCPL tender document under Methodology for Evaluation of Bids as

below:
| REFERENCE OF :
. gL. | BIDDING DOCUMENT
! NO, —— EXISTING ENTRY
| " | SEC. | PAGE | CLAUSE
| NO. | NO. NO.
: B Bid(s) of lechno—conan:/”cia//y
acceptable bidder(s) will be
| evaluated on overall L1 basis
and will be considered for
award. Work centre/Project is
| entitled 1o avail Tax Credil of
: GST (CGST & SGST/UTGST or
L | 13-14 B.3 IGST), therefore, the input
credit  of GST (CGST &
| SGST/UTGST or 1GST) shall be
|
i bids. In case any unregistered
| bidder is submitting their bid,
' Bids will be_g¢valuated as per | loading of GST (CG
. . _ . RAC S
droftt e 7 #fSier, QIR HeT, | quoted it
1224, 5if wg s, ffmmasd, el 781005 éﬁ !
Regd. Office: 7th Floor, NRL Centre, z \bEC o S
122A, G S Road, Christianbasti, Guwahati 781005 A 9

ithotitloading of | SGST/UTGST or 1GST i

TO BE READ AS ‘
|
|
|

of  techno-commercially

bidder(s)  will

Bid(s)
acceplable he
evaluated on overall L1 basis and
will be considered for award. Work
centre/Project is entitled 1o avail
Tax Credit of GST (CGST & |
SGST/UTGST or IGST), therefore,
the input credit of GST (CGST &
SGST/UTGST or 1GST) shall he
considered for evaluation of bids. |

considered for evaluation of | In case any unregisiered bidder is

submitting their bid, Bids will be |
evaluated as per quoted prices w

Hege/ CIN: U11101AS2007G01008290
Website: www.bcplonline.co.in




=" BRAHMAPUTRA CRACKER AND POLYMER LIMITED

(HRT HIHR T 3TshA) / (A Govt. of India Enterprise)
CIN: U11101AS2007G01008290

W“—f HJAT/Rel. No.: BCPL/C&P/1.E24S371DD/07008 &/ Dated: 05.05.2025

REFERENCE OF
sL,. | BIDDING DOCUMENT

EXISTING ENTRY TO BE READ AS

| NO- |SEC PAGE | CLAUSE |
'NO.| NO. | NO.

____L

S —

|

i }

: GST (CGST & SGST/UTGST or quolca’. In case any cess on GST is

‘ IGST), if not quoted. In case any  applicable  same  shall also  be
cess on GST is applicable same | considered in evaluation. Details

‘ shall also be considered in | shall be as per relevant clause of

evaluation, the ITB (Section-111) of tender

| [ | document.
|

e i ) S

B. Towards Section-III of BCPL tender document under Contract Performance Security/Security
Deposit (CPS/SD) of ITB as under:
' REFERENCE OF |

|
: sL. BIDDING DOCUMENT |

‘ . _I EXISTING ENTRY TO BE READ AS
|

NO. ['SEC. | PAGE | CLAUSE |
NO.| NO. | NO. |

| .

=1 | Within 30 days of the receipt ()fiH';'lhin 30 days of the receipt of the

‘ the notification of award/ FOA notification of award’ FOA from

‘ Srom BCPL, the successful BCPL, the successful Bidder shall

| ' Bidder  shall  furnish  the furnish the Contract Performance

| | Contract Performance Security \Security (CPS) in accordance with

‘ | (CPS) in accordance with of ol General Conditions of the

1. III | 43-44 38.1 General ~ Conditions of  the Contract. The CPS shall he in the

‘ 3 | : Contract. The CPS shall be in form of either Banker's Cheque or

| | \the form of either Banker's Demand  Draft  or  Insurance

| ‘ | Cheque or Demand Drafi or Surety Bond or Fixed Deposit
|
|

iBank Guarantee or Letier of [Receipt or Bank Guarantee or
Credit and shall be in the Letler of Credit and shall be in the
Lcurrency  of the Contract. currency of the  Conlract

|
|
|
‘ | However, CPS shall not be [{owever, CPS shall not be

Regd. Office: 7" F Floor, NRL Centre, 122A G.S Road, Christian Basti, Guwahatl Assam : Tel: +91 7099031129 Page 2 of
27
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=" BRAHMAPUTRA CRACKER AND POLYMER LIMITED

(ARA IR &1 39%#A) / (A Govt. of India Enterprise)

T&H TR/Ref. No.: BCPL/C&P/LE24S371DD/07008

CIN: U11101AS2007G01008290

G /Dated: 05.05.2025

REFERENCE OF
gr,. | BIDDING DOCUMENT

NO. | SECW PAGE | CLAUSE

NO. | NO. i NO.

|

|

|

| |

‘ _
[ | |
‘ Agatan oo |

EXISTING ENTRY

value

TO BE READ AS

applicable in cases wherein the applicable in cases wherein the

individual  order as individual — order  value  as

specified in  Notification of spoified  in Notification of
Award is less than INR 5 Lakh | 1,04 i< less than INR 5 Lakh |

| (exclusive GST).

(exclusive GST)

However, on consent of BCPL, an
additional time of 30 davs can be
allowed (while maintaining  the
validity of EMD for the requisite
period) for submission of CPS /
SD. However, a penal interest of
WMarginal Cost of Fund based
Lending Rate (MCLR) for one
vear charged by SBI (applicable
on due date of submission of
C'PBG/SD e 30th dav  afier
issuance of FOA Notification of
awardl  plus  4.0%  p.a  (on
('PBG/SD  amount)  shall  be
charged for delay beyond 30 days
v.e. from 31st days afier issuance
0/ FOA

Vurther, where contractor/
vendor/supplier/consultant is
pobilized at site and executing the
contract/ order as per provision of
contract/order or mile  stones
decided during Kick of Meeting,

further period for submission of

;(e_gd. Offlce: 7t Floor, NRL Centre, 122A G.S Road, Christian Basti, Guwahati, Assam : Tel: +91 7099031129 Page 3 of

27

Tel: 491 6900177247
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" BRAHMAPUTRA CRACKER AND POLYMER LIMITED

(T AIFR FT I9HA) / (A Govt. of Indla Enterprise)
CIN: U11101AS2007G01008290

-

Ty F=AReS. No.: BCPL/C&P/LE24S371DD/07008 [qIieh /Dated: 05.05.2025

REFERENCE OF
s, BIDDING DOCUMENT

EXISTING ENTRY TO BE READ AS

L — iy -
NO. 'SEC.|PAGE | CLAUSE ‘
| NO. | NO. NO.

| | ( '}’B(J_(bey(md 60 (/(l_\'.-S')- with
‘ .I I application of aforesaid penal
interest, can be given on consent

‘ of BCPL This provision is
applicable only in case where

vendor/supplier/consultant is

| maobilized at site and executing the

i contract order as per provision of
conlract:order or mile  stones
dlecided during Kick of Meeting. In' |

|

‘ _ contractor/
|

|

|

|

‘ such case, Security Deposit (along |
' with aforesaid applicable interest
as on date of release of payment)

can be deducted from the due

paviment of contractor/
vendor/supplier/consultant

lFor  remaining  cases,  non-

|
‘ |
| | ' :
. aainst such order/ contract
| submission of CPBG  beyond
1

specified period (30 days or 60

|
| . tlays in case extension is allowed)
‘ may constitute sufficient ground
| Jor termination of order/ contract
| . ane subsequent actions following |
' Jermination as per the tender. The
‘ first  payment to contractor/
|
‘ | only after submission of Contract
‘ Performance  Security  (CPS)/

vendor supplier is to be released

Regd. Offlce: 7" Floor, NRL Centre, 122A G.S Road, Christian Basti, Guwahati, Assam : Tel: +91 7099031129 Page 4 of
27

Tel: +91 6900177247
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=" BRAHMAPUTRA CRACKER AND POLYMER LIMITED

T&H F=ARet, No.: BCPL/C&P/LE24S371DD/07008

(AT TIHRIT T I9eh#) / (A Govt. of India Enterprise)
CIN: U11101AS2007G0I1008290

& T®/Dated: 05.05.2025

&

' REFERENCE OF
SL. ' BIDDING DOCUMENT ;
NO. | EXISTING ENTRY TO BE READ AS
‘ SEC.  PAGE | CLAUSE
NO. | NO. NO.
I s = l\l-cm'/'ly Deposit — (SD) &

deduction of applicable interest
OR of
Performance  Security

Conlract

(CPS)/
Security Deposit (SD) along with
applicable interest from the due

deduction

payment as mentioned herein
above,

C. Clarification with regards to submission of Audited Financial vesult by the bidders as under:

TO BE READ AS

The bidder has 1o compulsorily
submit  the audited financial
results  for the 3
preceding financial years i.e. FY. |
2024-25, 2023-24 & 2022-23
(subject to Govt. circular for

immediate

extension of the lust date for
finalization of account).

| REFERENCE OF
‘ BIDDING
DOCUMENT
1316 SE | EXISTING ENTRY
C. | PAGE | CLAUS ‘
NO | NO. ‘ E NO.
|. If bid closing date is before
30th September of the relevant
| financial year and audited
l | financial results of the
- immediate 3 preceding
1 nlo1n | N(;tezto financial years are not
; available, the bidder has an
| | option to submit the audited
| financial results of the 3 years
: immediately prior to that (i.e.,
r 2023-24, 2022-23 & 2021-22).
[ [ Wherever the closing date of

Regd. Office: 7" Floor, NRL Centre, 122A G.S Road, Christian Basti, Guwahati, Assam : Tel: +91 7099031129
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TgH Y—Ref. No.: BCPL/C&P/LE24S371DD/07008

TEAYA Ha U3 qifen R fafaes
BRAHMAPUTRA CRACKER AND POLYMER LIMITED

(AT IR T 39hA) / (A Govt. of India Enterprise)
CIN: U11101AS2007G0I008290

fGAT® /Dated: 05.05.2025

: EXISTING ENTRY

| REFERENCE OF
: BIDDING
| DOCUMENT
SL. |
NO.  SE
' C. | PAGE | CLAUS
NO & NO. | ENO. |

| the bid is qﬁer 30th S‘Ept._ ()flhe_

relevant financial year, bidder

| immediate 3 preceding

has to compulsorily submit the
Laudited financial results for the

| financial vears i.e. FY: 2024-

| 25,2023-24 & 2022-23 (subject
1o Govt. circular for extension

| of the last date for finalization

: of account).

D. The clarification against the Technical Pre-Bid Queries are as under:

TO BE READ AS

[ sl REFERENCE OF TENDER DOCUMENT
' ] > =] — - BIDDER'S QUERY BCPL'S
NO|  ggc. Page| Clause Subject REPLY
NO. No. No. ) .
|. |BID Page (A 1.1.1 Similar work means We understand that Tender is | Tender
EVALUA |ho. "Design, Engineering, for “DESIGN, Conditions shall
TION 182 of INote to Supply, Installation and [ENGINEERING, SUPPLY. prevail.
CRITERI 755 above BEC|Commissioning of INSTALLATION AND
A4 (BEC): clause No. |Automatic Rim Seal Fire [COMMISSIONING OF
BEC- Al Protection System” AUTOMATIC RIM SEAL
Technical OR PROTECTION SYSTEM
(as a Sub Sr (ii) FOR EXTERNAL
single “Design, Supply, FLOATING ROOF
bidder): Installation and NAPHTHA STORAGE
Commissioning of FANKS AT BCPL
[ Automatic Rim Seal Fire |FEPETKATA”.
Protection System”
Eegxoae: 7t Flo_or, NRL Centre, 122A G.S Road, Christian Basti, Guwah—ati, Alslsam : Tel: 491 7_09§031129 R R Page 6 of

27

Project Site Office: Administrative Building, BCPL-Project Site-
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TEAYT HdH{ U3 UiaAR fafaes
~“ BRAHMAPUTRA CRACKER AND POLYMER LIMITED

(AT YD FT 39sh#) / (A Govt. of India Enterprise)
CIN: U11101AS2007G0I1008290

T TR, No.: BCPL/C&P/LE24S371DD/07008

a7 /Dated: 05.05.2025

OR

“Supply, Installation and
Commissioning of
Automatic Rim Seal Fire
Protection Svstem ™.

Since Design and lingineering‘

are the key project activities,

|We fail to understand why

BEC is diluted by removing
design enginecring in 3"
Option .

2. |SECTIO
N - VI
TECHNI
CAL
SPECIFI
CATION
S (TS)
&
SCOPE
OF |
WORK

SECTIO
N VI
TECHNI

CAL
SPECIFI
CATION

S (TS)

&
SCOPE |

OF
WORK

=8

Page |1 Scope a)

no.

182 of

255

Page [3.0 (b)

no. Hardware

i830f &

155 LElectronics
|

Bidders shall consider
reputed makes for various
equipment’s meeting the
specification /tender
requirement which shall
be subjected to BCPL,
approval during design
engineering stage.

Kindly provide Approve
vendor list for this project. In
the absence of the same. we
will use reputed makes for
various equipment’s meeting
the specilication /tender
requirement with proven past
track record for Rim scal firc
prolection system.

M/s BCPL to kindiy confirm.

M/s BCPL to kindly advise. |

|
{
|\ Confirmed.

| Specific Graphics display

panel (including system
operation) shall be
provided for monitoring
of the system in field
local control panel.

We understand that Specific
Graphics display panel
(including system operation)
i.e HMI needs to be provided
only at control room as per
tender bill of materials, page
245 of 255,

M/s BCPL to kindly note
there will be major technical
and commercial implication
,since at field we have o
provide intrinsic safe/ Exd
HMI.

So M/s BCPL to modify this
clause as below :

“Specific Graphics display
panel (including system
operation) shall be provided

for monitoring of the system

Tender

‘ conditions shall
‘ prevail.

i

i

[

SI. No. 13 of

BOM for HMI in
(“ontrol Room
shall be read as

lypo crror  and
shall  not  he
required in this
tender.

|'I'hc requircment
or specific
oraphics  display
in  ficld local
control pancl
shall be as per
tender

Regd. Office: 7" Floor, NRL Centre, 122A G.S Road, Christian Basti, Guwahati, Assam : Tel: +91 7099031129
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FEAYT Hha Us Ui AR ffaes

(AT IR BT IThHA) / (A Govt. of India Enterprise)
CIN: U11101AS2007G01008290

Ty TRAVReL. No.: BCPL/C&P/LE24S371 DD/07008

3 Tﬁ/l)al

BRAHMAPUTRA CRACKER AND POLYMER LIMITED

cd: 05.05.2025

N - VI
TECHNI
CAL
SPECIFI
CATION
S (TS)
&
SCOPE
OF
WORK

Page
mo.
186 of
255

SECTIO
N-VI
TECHNI

CAL
SPECIF1
CATION
S (TS)
&
SCOPE
OF
WORK

Page
no.
187 of
255

lin control room.”
|

6.2 Foam |e) Distrﬁ)ulioiﬂm;m_ We uhdcr@cﬁh_al_sla_nd&l()l]éiﬁ,(‘sTelll be as
solution |Pressure transmitter to  [PLLC Panel is required as per [er vendor
modules indicate low foam moduleflob Specilication standard as
pressure, etc. shall be Instrumentation clause 14, T(l;‘ll;“(”wd "
installed on cach foam page 235.236 of 255 and not SPECIFICATIO
module..... Additionally. [DMR PLC Panel as per NS
the signal from the Instrumentation Job (INSTRUMEN'
pressure transmitter shall [specification. Further in ATION) of the
be terminated into the Instrumentation Job lender
DMR PL.C Local control [specification also ,only
panel and made available |relevant clauses for standalone’_\"blo;ltj, N olher
lo SRR#2(Satellite Rack |[PLC Panel needs to be :t;t:nc?}?:lil fot
Room#02). considered and any Instrumentation
redundancy mentioned is not |item, the order of
required. priority as
mentioned in
paee no. 224 ol
255 shall govern.|
M/s BCPL to kindly confirm
our understanding is correct,
i) Module Operated The foam discharge failure As per vendor's
6.3 Foam [signals shall be available [fault signal mentioned in Job |standard design.
SYStem Ifom the unit through Specification Instrumentation |BOM is tentative
general jonly. Pleasc refer|

requiremen

ts

Pressure Transmitter.

clause 3.0 .page 228 of 255
can be generated by using
PLC programming to avoid
use of Pressure Transmitter in
discharge line,

[tender page no. -
[ 245 0f255

Regd. Office: 7 Floor, NRL Centre, 122A G.S Road, Christian Basti, Guwahati, Assam : Tel: +91 7099031129
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Project Site Office: Administrative Building, BCPL-Project ‘0.(.‘?‘%
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FEAYA HF TS UIoAR @fAes

(AT ISR HT 3TH) / (A Govt. of India Enterprise)
CIN: U11101AS2007G01008290

BRAHMAPUTRA CRACKER AND POLYMER LIMITED

f&Ti® /Dated: 05.05.2025

Also. in the Bill of material
provided with tender. the
pressure transmitter is
considered only for Foam
vessel pressure low and not
considered for foam discharge
(Module Operated) signal.

Hence M/s BCPL. to kindly
confirm that Pressure
transmitters are not required
for discharge line.

l

SECTIO
N-VI
TECHNI
CAL
SPECIFI
CATION
S (TS)
&
SCOPE
OF
WORK

Page
1o.
197 of
255

5.0
STANDA
RD
SPECIFIC
ATION/PR
OCEDUR
E IFOR
CABLE
LAYING
r)

Power Cable shall be laid
in separate trench/tray
and Signal &
(Communication cabling
shall be laid different
trench/tray. The same
may be laid in common
(rench provided physical
barrier in the form of
bricks are provided in
such a way that both are
laid min. 300mm apart.
Power & Signal/
Communication/ Control
(Cables shall be laid
separately. Redundant
communication cable
between local panel,
control room SRR2 shall
be provided. The same
cable route may be used
for laying redundant
powetr/communication

cable.

As per Job Specification
Instrumentation clause 14.
page 235,236 of 255, PLC
requirement is standalone and
not DMR PLC.

Hence the requirement of
redundant communication
cable between cable between
local panel, control room
SRR2 and redundant Modbus
RS 485 requirement is not
applicable.

M/s BCPL to confirm our
understanding is correct.

Vendor's
understanding s
correct.

Redundant
Viodbus
communication
fover RS 485
between  vendor
PLC and Control
Room (SRR2) is
nol  mandatory
requirement,

Regd. Office: 7'M Floor, NRL Centre, 122A G.S Road, Christian Basti, Guwahati, Assam : Tel: +91 7099031129
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=" BRAHMAPUTRA CRACKER AND POLYMER LIMITED

(AT {IDIX &l 390H) / (A Govt. of India Enterprise)
CIN: U11101AS2007G01008290

Ty T&/Ret. No.: BCPL/C&P/LE248371DD/07008

faTtd /Dated: 05.05.2025

| 7. IPage Notes |Cable laying from local |As per bill of material ['here 1s no
no. 4) panel to SRR#2 shall be [provided with tender page 245|requirement ol
220 of done through customer’s [of 255. the bidder needs to HMI in Controf
755 existing cable duct. Cable [supply HMI at Control room. [room. Yokogawa
duct cover removal and  |hence additional graphics DCS Graphics
re-installation shall be in [development in Yokogawa  |will be carried
scope of contractor. DCS not required out by M/s
. BCPL . Ttowever
The graphics shall be_ M/s BCPL to confirm, assistance for
develo,ped by BCPL in development for
BCPL’s own F&G HMI oo vl M
system, Yok(?gawa. . by the bidder as
Centum VP, in Ma”? _Fu‘e mentioned in the
Control Room, Auxiliary bander.
Fire Control Room &
Central Control Room. It
shall be in vendor’s scope
lo assist BCPL in .
developing the graphics
and functionality testing
in both the locations.

8. Page | Interface [The following contacts [Since the signals and potential Bidder to provide
no. with  (Repeat signal free contacts both softand ~ [the  signals  as|
178 of | Purchaser’ iconnectivity) shall be hard are provided at mentioned in the
255 s control Imandatorily provided Y oRogawa DCS at eontrol lender at SRR2.

system [from Vendor’s package _
(F&G  |PLC based fire alarm Foom SIS fu.rlh.er sn-gnals Signals to Main
PLC) |local panels for hardwired|fom DCS to existing fire fire station from
located in [interface to Purchaser’s [alarm panel at FS is a matter  [SRR2 arc not ing
SRR 2 [F&G control system of programming which is to  |scope ol vendor.
(Note- [(located at SRR-2 for BCPL’s scope. as mentioned in
12,14,15,1 ftank 141-TT-01A/B/C) & the tender
7) Centralized Fire Alarm specification.
Panel (located at fire
station)

9. Page | General [I2. Slave ID for As per Job Specification Modbus over
ho. Notes: |redundant slaves shall be |[nstrumentation clause 14 RS485
235 0of 12 lihe same. Redundant page 235.236 of 255.PLC  [connection to be|
255 Modbus over RS485 require met is standalone PLC }:mrd,cd (ll)(ln{n

connection to be providednot DMR . hence the ixdi;h kS Modbus
Regd. Office: 7" Floor, NRL Centre, 122A G.S Road, Christian Basti, Guwahati, Assam : Tel: +91 7099031129 R Page 10 of
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“5@ FEAYT had TS TifeAR fafAes
BRAHMAPUTRA CRACKER AND POLYMER LIMITED

(AT AN &1 39shA) / (A Govt. of India Enterprise)
CIN: U11101AS2007G01008290

Te E=AVRet. No.: BCPL/C&P/LE24S371DD/07008 feia/ Dated: 05.05.2025

1 from package PLC with [requirement of redundant Register
' Modbus Register communication cable between [1apping &

mapping & configuration
details. Primary &
Secondary shall be
configured to have the
same Slave 1D. Wiring

upto SRR-2 shall also be
in Vendor’s scope (spare
pairs min. 20% shall be
left in all cables laid to
SRR-2 & also for all
Multipair Cables).

local panel. control room
SRR2 and redundant Modbus
RS 485 requirement
mentioned in Job
Specilication Instrumentation

M/s BCPL to confirm our
understanding is correct.

[configuration

details.  Wiring
upto terminal
Blocks 1o be
done within the
||mncl & further

upto terminal Blocks to  [clause 3 ,Page 227 OIF 255 is [cabling  supply
be done within the panel [not applicable. tpto SRR-2 Sh’d'”
& further cabling supply il_f\O ‘ be in

Vendor's  scope

!{sparc pairs min.
20% shall be left
in all cables laid
fflo SRR-2 & also
llor all Multipair
(Cables). lFurther,
{P1.C shall be of
vendor  standard
[1s mentioned in
[JoB
[SPECIFICATIO
NS
(INSTRUMENT
|;'\TION)“.
[Redundant
]\-'lodhus
communication
aver RS 485
between  vendor
PLC and Control
Room (SRR2) is
not  mandator
requirement.

equipment with separate

serve the purpose of

10. Page 23, Similarly for any Level |As an OEM of Rim seal fire Vendor to
no. Transmitter an additional |protection system, we proceed as per
239 of Level gauge shall be recommend Level switch with tender
255 installed for the same level gauge can very well IS

Regd. Offlce: 7" Floor, NRL Centre, 122A G.S Road, Christian Basti, Guwahati, Assam : Tel: 491 7099031129
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FEAYS Hd{ U3 difear fafdes
" BRAHMAPUTRA CRACKER AND POLYMER LIMITED

(T HIHRR &I IThHA) / (A Govt. of India Enterprise)
CIN: U11101AS2007G01008290

HgH T-HRel. No.: BCPL/C&P/LE24S371DD/07008 f&i/Dated: 05.05.2025
| root isolation valves &  |monitoring the level low of
instrument isolation foam modules at control panel
Valves. located in control room.

Hence Level Transmitters are
not recommended .M/s BCPL. |
needs to understand rim seal
linstallation is being carricd
out on Hoating roof tank in
field which is a very critical
area, hence minimum
instrumentation is
recommended for ease of
operation and maintenance

Even in the tender Bill of
materials, Level Transmitter is
not included.

Hence M/s BCPL to kindly
confirm Level switch with
level gauge is acceptable
instead of Level Transmitter,

Regd. Office: 7" Floor, NRL Centre, 122A G.S Road, Christian Basti, Guwahati, Assam : Tel: +91 7099031129 Page 12 of
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Tay E=/Rel. No.: BCPL/C&P/LE24S371DD/07008

BRAHMAPUTRA CRACKER AND POLYMER LIMITED

&l /Dated: 05.05.2025

1. | General [Page | General |36) List of Mandatory 1) As mandatory sparesl('lausc 36 inJOB
Notes: |0, Spares: are appearing at SPECIFICATIO
240 of Notes: multiple placesin NS
155 1) Pressure Gauges: 0% tender, we (INSTRUMEN
subject to minimum 1 No. understand that ATION) s the
ol each type . Clausce 306 is the mandatory  spare
2) SOVs, valves. Pressure Final list ol requirement  for
transmitter, level Mandatory spares  [instrumentation
transmitter, level gauge. M/s BCPL. to kindlylitems only.
10% subject to minimum confirm,
I No. of each type. 2) Further Please refer |[Other sparc|
3) All items like Push highlighted clause  [requirement.  as)
Buttons. Indicators, Hand which is Open endedmentioned,
Switches, Lamps, statcment. We pertains to clausc
Holders, Relays, Panel request 1o kindly list |36 only. Pleasc
. card, PLC Modules. the same now duringfrefer  to the
] Power card. Loop Card tender stage for amendment,
' etc. mounted in the Local consideration by all
Control Panel; 10% bidders. Additional spure
subject to minimum 1 No. item required: |
of each type, ['oam  discharpe
4) Fiber optic cable: nozzle 10% ol
100% spare cores as installed
l minimum. quantity.
5) Multipair armored 2.1 Run of LIS
cable: 20% spare pair as (Cable ol both
minimum lemperatures (o
6) Other spares: As he provided.
mentioned above on case Bidder to submil
to case basis. 10 years sheli-
life  declaration|
from OEM ol
[.HS Cable.
12. | Bill of |Page | TENTATISENo 14 We understand that 250 Ltr is |Vendor
materialsino, BOM OF the maximum capacity of understanding iy
245 of | MAJOR [250 Liters Foam Modules |2 Modules. correct.
155 ITEMS f\-'1ax111jL||11
(apacity ol
Foam Module is
M/s BCPL to confirm. 250 Liters.
Regd. Office: 7t Floor, NRL Centre, 122A G.S Road, Christian Basti, Guwahati, Assam : Tel: +91 7099031129 ~ Page13of
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CIN: U11101AS2007G01008290

Wﬁ HWT/Rel. No.: BCPL/C&P/LE24S371DD/07008 e /Dated: 05.05.2025
[3. |Section - [Page | BID Amount: INR 6,00,000.00(We are registered with MSME| Tender .
LIEB |no. 4 | SECURIT@ybmission of EMD is  under Micro category. Udyam | Conditions shall
of 255 | EARNES [online through SBI registration certificate prevail.
MONEY |[MOPS provided in the |attached for your reference. ‘
DEPOSIT|portal |
1 (EMD (https://etenders.gov.in/ |
eRfosueapp)l(Refer In one the recent tender of |
HeRe HElgE] I_TB' BCPL for DCP system (tender)
However, thereisno | /53481 19-MF-MR-
SOOI L 8 5 0/106) VIS MENDidd erstare
bidders for Submission | o
exempted from submission of
of EMD) EMD.
In view of above. we humbly
request you to allow us the
exemption from submission of
EMD in this tender.
14, Page |38. PROFORMA OF Our bank had some vetted text Tender
47 of |CONTRA ['"BANK against the Format F-4. The Condilion§ shall |
255 [CT GUARANTEE" FOR  [same is attached for your | prevail.
PERFOR ["CONTRACT reference. You are requested
MANCE |PERFORMANCE to go through the same and i
SECURIT advice. :
v/ S‘ECURITY/ | :
SECURIT SECURITY DEPOSIT ..
Y
DEPOSIT
Regd. Office: 7" Floor, NRL Centre, 122A G.S Road, Christian Basti, Guwahati, Assam : Tel: +91 7099031129 Page 14 of
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(AT I &l 39shA) / (A Govt. of India Enterprise)
CIN: U11101AS2007G0I008290

BRAHMAPUTRA CRACKER AND POLYMER LIMITED

fHI® /Dated: 05.05.2025

Feuf T&/Ref. No.: BCPL/C&P/LE24$371DD/07008

SL. REFERENCE OF TENDER DOCUMENT BIDDER'S QUERY BCPL'S
NO. REPLY
SEC. | Page [Clause No. Subject
NO. | No.
15. | SECTIO 184 of [CI.NO 5 LHS Conductor  |Please note we shall supply |1 1S Cable shall
N-VI pss  |of RFQ material: Tinned copperfoverall insulated twisted pair [be ol overall
coated steel of tri-metallic cores. stainless |Msulated twisted
steel over braiding LIS cable. E:?(;[allicol corl:s-
The cable shall be [KV tested 'he cable shall
protective LSZH outer coated. |he 1KV (ested
Please also note LHS cable  |protective LSZH
shall be UL listed. CE outer coated.
marked, RoHS compliant. Please also note
.S cable shall
he UL listed. Cl
marked. and
) RolS compliant.
16. | SECTIO 184 of [CL NO 5 Insulation: Insulation shall be of 1KV Insulation shall
N-VI 255 [of RFQ Thermoplastic (Heat [tested protective LSZH outer [be of KV tested
sensitive Polymer) [coated protective LSZH
outer coated.
17. | SECTIO {184 of ICL NO 5 |Max Ambient Please check at your end and [Max  Ambicnt
N=-VI 255 [fRFQ [Temperature 70 Deg  |confirm. Jenuzcrature 50|
Deg C
18, [SECTIO 182 of [CL. NO | |t is indicated that The distance seems very hi_gh. ['ender o
N-VI P55 Jof distance between Vendor [The system design is based on [Condition  shall
Technical [supplied junction boxes at24VDC. There is a major prevail.
Spec top of tank and PLC chance of voltage drop due to
based fire the length. Please contirm,.
alarm system local panel
(located outside dyke wall
in field) is approx. 400m
19. | SECTIO 210 of [SPECIFIC |In the cable specification, |[Point not clear. [t shall be PVC
N-VI 55 |ATIONS it is mentioned thatr. inner extruded
FOR sheathed.
Regd. Office:7TFl;or, NRL Centre, 122A G.S Road, Christian Basti, Guwahati, Assam : Tel: +91 7099031129 P_ag_elS o_f
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TEAYA Ha U3 difaaR faffes
" BRAHMAPUTRA CRACKER AND POLYMER LIMITED

(T HISHN &I 3TshHA) / (A Govt. of India Enterprise)
CIN: U11101AS2007G0I008290

mﬁ TWT/Ref. No.: BCPL/C&P/LE248371DD/07008 &A% /Dated: 05.05.2025
ELECTRI [XLPE insulated. PW'C | ]
CAL inner extruded sheathed
ITEMS
20. | SECTIO 201 of |CI No 10.0 |Alarm annunciator You are réqﬁetsléd_to confirm |At field.
N-=VI 255  |PECIFICA and inform the exact location
TTONS of annunciator enclosure.
FOR |
LOCAL
RIM SEAL '
FIRE
ALARM
PANEL
21. | SECTIO {190 of |Annexure 1|UPS power distribution |t is requested to provide Bidder shall
N-VI bss 230VAC or 110VAC PSS supply and lay 2
power supply upto our panel. U5 of 11OV AC
The rest of'the part shall be LIk power
cables from
taken care by us. Please Substation 10
confirm. L.CP.
22, | SECTIO [202 of Supply of Operating Please note we shall provide |As  per tender
N—=VI 255 and Maintenance all relevent documents in both llard and
Manuals containing Harddrive/Pendrive. Please  [Soft Copies in
procedures, block and [confirm. Harddrive/Pendri
P&I drawings, lve is acceptable.
dedicated wiring 1
diagram, technical
documents, list of
recommended spare
parts & approvals in
Hard '
copies & CD form
;ngfEe: 7™ Floor, NRL Centre, 122A G.S Road, Christian Basti, Guwahati, Assam : Tel: +91 70990311_29_ B R Pagg 16 of
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CIN: U11101AS2007G01008290

Wﬁ H-AT/Rel. No.: BCPL/C&P/LE24S371DD/07008

BRAHMAPUTRA CRACKER AND POLYMER LIMITED

fatB /Dated: 05.05.2025

BIDDER'S QUERY

months in Rim seal
protection system of
Hydrocarbon Tankage of
any
Petroleum/Petrochemical
installation in India.
Relevant documents shall
be submitted during

BCPL'S

In the Bid Evaluation Criteria.

the Clausce states as:

Bidder must have
executed/completed at lcast 03

Order/Contract/LOA/Agreem
ent of ‘similar work’ of value
not tess than Rs. 141.60 Lakhs

ent in previous seven (07)

bid submission.

Bidder must have experience
of at least 02 (two)
Order/Contract/L.OA/Agreem
eint of “similar work™ of value
not less than Rs. 177.00 Lakhs

SL. REFERENCE OF TENDER DOCUMENT
NO.
SEC. | Page |Clause No. Subject
NO. | No.
| 23, Page - [BID SECTION-II
| 9of |[EVALUA
255 ITION BID EVALUATION
CRITERI CRITERIA &
A (BEC) EVALUATION
METHODOLOGY (three)
&
PRICE
P for each
EVALUA
| TION
METHOD
OLOGY
24, Page -|5.0 Linear ['The offered LHD cable OR
185 of [Heat should have Proven Track
255 |detection |Record (PTR) of similar
(LHD) system (same type, same
make & same model
S'll ) /series) operating
SLInts satistactorily for a
of duration of at least 6 for each
Operation

Order/Contract/LOA/Agreem
ent in previous seven (07)
years prior to the due date of
bid submission.

OR

Bidder must have experience
of at least 01 (one)
Order/Contract/LLOA/Agreem

years prior to the due date of |

‘ |
Order/Contract/LOA/Agreem

REPLY

|

|

|

“The offered
LLHD cable
should have
Proven Trachk
[lecord (PTR) of
similar sy stem;
(same Lype. same
make &  samc
mode] /series)

operating

satisfactorily  for
4 duration of at
least 6 months in

[2im scall
protection
svslem ol

Hydrocarbon
lankage ol any
Petroleum/Petroc
hemical

Regd. Office: 7*" Floor, NRL Centre, 122A G.S Road, Christian Basti, Guwahati, Assam : Tel: +91 7099031129
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fGH® /Dated: 05.05.2025

technical bid
submission.”

ent of “similar work™ of value
not less than Rs. 283.20 Lakhs
in previous seven (07) years
prior to the due date of bid
[submission.

L. Definition ol
‘executed” means: Fully
executed and completed as per
contract / order.

Il Similar work means
“Design. Engincering. Supply.
Installation and
Commissioning ol Automatic
Rim Seal Fire Protection
System™

OR

“Design. Supply, [nstallation
and Commissioning of
Automatic Rim Seal Fire
Protection System™

OR

“Supply, Installation and
Commissioning ol Automatic
Rim Seal Fire Protection
System™.

However. in the Technical
Specification, Clause 5.0 —
Linear Heat Detection (LHD),

installation I
India.  Relevant
documents  shall
be submitted
during technicall
bid submission.”
[Further.  Hollow
Metaltic Lube
hased system carn

also be
considered as|
similar type ol
sysiem in|

addition to two
wire  rim  secal
[system  as o«
[Technical
[-xpericnce
criteria
evaluation.

Regd. Office: 7" Floor, NRL Centre, 122A G.S Road, Christian Basti, Guwahati, Assam : Tel: +91 7099031129
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== BRAHMAPUTRA CRACKER AND POLYMER LIMITED

(AT AIRKI T 39%HA) / (A Govt. of India Enterprise)
CIN: U11101AS2007G0I008290

Tey TB/Ref. No.: BCPL/C&P/LE24S371DD/07008 &I/ Dated: 05.05.2025

Sub-clause 5.1 — Principle ol '
Operation (Page 185 of 255).
the condition specifies
expericnce with a similar type |
of system. i.c.. a two-wire rim |
Eseal system of the same make |

and same model. |
|

During the pre-bid meeting, it
was informed that the intent of|
the tender is to encourage
wider participation. We
respectfully submit that the
above condition under the

Technical Experience Criteria
is contradictory to this intent.
as it restricts participation
only to bidders with prior
experience in two-wire rim
seal systems of a particular
make and model.

We would also like to
highlight that we have
extensive experience in
Design, Engineering, Supply.
and Installation of Linear Heat
Detection type rim scal
systems on more than 1000
Floating Roof Tanks, which
clearly demonstrates our
technical capability and
expertise in handling such
projects.

Regd. Office: 7" Floor, NRL Centre, 122A G.S Road, Christian Bastl, Guwahati, Assam : Tel: +91 7099031125 Page 19 of
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=" BRAHMAPUTRA CRACKER AND POLYMER LIMITED

(AT IR T 39shA) / (A Govt. of India Enterprise)
CIN: U11101AS2007G0I008290

TG F—AI/Rel. No.: BCPL/C&P/LE24S371DD/07008

f&iB/Dated: 05.05.2025

In order to align with the
objective of promoting fair
competition and ensuring
preater participation, we

kindly request you to remove |
the restriction of “similar type |

of system i.c.. two-wire rim
seal system of same make and
same model™ from the

Technical Experience Criteria.
This amendment will enable
more qualified bidders Lo
participate and will help
achieve a more competitive
bidding process in the overall
interest of the project.

25. Page —-[TECHNI |Automatic Rim Seal Fire [OISD 116/ 117 standard Tender
181 of |CAL Protection System for  [specifies Hollow Metallic conditions shall
255 |SPECIFI [External Floating Roof  |based Linear Heat Detection prevail.

CATIONS|Storage Tank (EFRT).  [System and 2 Wire based

Linear Heat Sensing cable is

s b0 term as equivalent. Hence.

pincituchigticat . |please confirm whether we

Sensing (LHS) detection can also opt for Hollow

RYSISm & ficau] Metallic based Linear Heat

Supp.ressmn SR Detector which is being used

meet.mg SISO more than decade and

ISP OF o] working satisfactorily on more

applicable guideline on than 1000 tanks?

Rim Seal Fire Protection

System released by

OISD.

Regd. Office: 7" Floor, NRL Centre, 122A G.S Road, Christian Basti, Guwahati, Assam : Tel: +91 7099031129 Page 20 of
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BRAHMAPUTRA CRACKER AND POLYMER LIMITED

(AT VPR &l 3T0H) / (A Govt. of India Enterprise)
CIN: U11101AS2007G01008290

TeH TW/Ref. No.: BCPL/C&P/LE24S371DD/07008

feTt®/Dated: 05.05.2025

26. Page —[1.0 Scope [I'he detection system We understand that the Confirmed
182 of [Point =V |should be site detection system should be set
255 configurable type. Apart |point configured by software
from set point configured las well as there should be two
by software. a Two Wire [different temperature cables to
linear heat detection be considered. Kindly
system having two confirm?
different sensing cables.
both of different
temperature rating, shall
also be considered as
“Site Configurable”.
I 27, Page —[3.0 Basic [The system shall be LHS cable is polymer based I'ender
' 183 of [Principle [tolerant to influences suchland hence it is not tolerant to | conditions shall
255  |of as clectromagnetic harsh environment. rain and prevail.
Operation |interference, static UV radiation. Also, the LHS
[ & discharge, stray cable directly connected with
i Operating radiations, aggressive or [detection circuit and any high
. Condition:|corrosive vapour, UV voltage /current passing
radiation, and heavy through in case of electrical
3'0 (a). rainfall & electrical surge.lsurge or lightning, may results
()pere}t!ng in burn out of detection
(Rpneiliong circuit. Hence kindly allow
Hollow Metallic Tube type
detection system which is
meeting to all the
requirements as per this
clause.
28, 7 Page - 3.0 Basic [The detection system Kindly confirm if " Confirmed |
183 of |Principle |shall have programmable [programmable self-diagnostic
255  of self-checking/self- [acility shall be provided
Operation [diagnostic facility with  |individually for each type of
& annunciation of status cable?
displayed at control room

Regd. Office: 7" Floor, NRL Centre, 122A G.S Road, Christian Basti, Guwahati, Assam : Tel: +91 7099031129
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(AT QIR &1 39%H) / (A Govt. of India Enterprise)
CIN: U11101AS2007G0I1008290

BRAHMAPUTRA CRACKER AND POLYMER LIMITED

i /Dated: 05.05.2025

Operating jand field local control

Condition:|panel.
3.0 (b)
Hardware
&
Electronics
29. Page —|3.0 Basic [The system shall be Once expose digital LIS I'ender
183 of |Principle [designed to allow quick [cable needs to be replace and [conditions shall
255  |of resetting after any quick resetting is not possible. prevail.
Operation [incipient or small-scale  |Hence kindly allow Hollow |
& fire event and following [Metallic Tube type detection |
Operating successful system which is meeting to all !
Condition:lextinguishment, either  |the requirements as per this |
through manual or clause. '
3.0(b) automatic operation ‘
Hardware !
& |
Electronics
|
I
30, | Page - [5.0 Linear [The system shall consist |Kindly contirm if The system
{84 of |Heat of'a microprocessor Microprocessor based Control comprises also of
255  |detection |based, two wired Linear |Unit to be consider for 2 Pljc which has a
(LHD) Heat Sensing (LHS) wired Linear Heat Sensing ];Iil‘iC:Oprchgwri
51 detec.tlop system', cable? connected to thel
Principle momtorn?g the rim-seal LS cofifiol g8
) area over the whole tank and in-turn the
2l . [circumference. WO wire
Operation detector, So)
logically. the
system  consisly
of i

microprocessor
based. two wired|
[inear heat

Regd. Office: 7" Floor, NRL Centre, 122A G.S Road, Christian Basti, Guwahati, Assam : Tel: +91 7099031129
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BRAHMAPUTRA CRACKER AND POLYMER LIMITED

(HRd HISR &T 3IHH) / (A Govt. of India Enterprise)
CIN: U112101AS2007G01008290

fGTTH /Dated: 05.05.2025

‘numing detection
pystem.  IHence,
(lender condition
. _shall prevail. |
31 Page —|Anneéxure-(CASE 4: Failure of Does-any kind of failure like |Any  failure in
' 190 of |I detection system installed [Fault in Detection Control Iwo Wire!
255 on the tank Unit, Power failure of detector shall be:
Falle T detection system cte should |L ~nsndgrcd -
il Bl syst¢|11 SubHIRhSIE generate “Detection IFault™ dClSC“OH. I‘aul'. -]
REQUIRE [‘detection fault" alarm | lcnb'c: I'ende !.
MENT  [signal at fire alarm panel. Sphdition  shall
: prevait.
‘ 32. Page —|6.0 Site  [d) Demonstration of Kindly confirm the detection | Confirmed.
| 204 of |Acceptanc [resetting of detection system should be reset from ]
.’ 255 e Test: system after simulation  |Control Room & .
| | ) from control room & 1.CP? |
Point-d | |
|
. | :
33. Page —[11.0 1.0 In addition to above |[Kindiy confirm, if bidder has [For
. 207 of [SPECIAL [mentioned Technical to follow all the mention Instrumentation
[ 255 [TERMS &|Specification, documents to carry out design.fitem.  Bidder 1o
: CONDITI bidder/vendor shall also  |engineering of Rim Seal Fire [comply Ll
ONS: comply with the Protection System? jisnder

following documents
enclosed:

| .
requirement

IHowever. the
order of priority

is as mentioned
1. Bill of Material in page 224 of
. ) 255. Further.
2. Job Specification Fender
(Instrumentation) konditions shall
| . prevail.,
3. Scope of Works
i (Instrumentation)
|
Regd. Office: 7*" Floor, NRL Centre, 122A G.S Road, Christian Basti, Guwahati, Assam : Tel: +91 7099031129 . Page 23 of
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== BRAHMAPUTRA CRACKER AND POLYMER LIMITED

(AT HIRI &T 3TRH) / (A Govt. of India Enterprise)
CIN: U11101AS2007G0I1008290

&IH /Dated: 05.05.2025

4. Job Specification |
(Electrical) and Scope of
Work (Electrical)
5. Plot Plan of Naphtha
| Storage Tanks
[ 34. Page —[SPECIF1 |1.2 Cable Distances Kindly confirm whether we  [Cable Distances
1 208 of [CATIONS have to laid 2 power cables  [Between 110V
255 [ForR  [Between HIOVACDB g0 Supstation o Lep, ACDB and PLC
ELECTRjANd PLC Panel (Pancl
Approx. 1000
CAL Approx. 1000 Meters x 2 Meters x 2 Run
ITEMS: |Ryn Bidder shall
supply and lay 2!
runs - of  power
cubles from
! Substation 10
LcP.
85, Page ~[SPECIFI |1.2 Cable Distances As discuss please confirm if [Cable Distances
208 of ICATIONS we have to supply 3 phase 3 Phase 415V
255 |FOR BPhase 415V XLPE cable for utility supply. NLPE powen
ELECTR] [Power cable between Kindly confirm? cable . between!
CAL Substation to local panel Substation 10
local panel
ITEMS: A pprox. 1000 Meters x Approx. 1000
1Run Meters x  IRunj
Bidder shall
supply and lay |
run of 415V AC
power cables
from  Substation
1o LLCP for utility
purpose,
36. Page ~[SCOPE |l No. latest version Kindly confirm the Laptop | No. latesy
208 of |OF configuration Laptop of [shall be explosion proof version _
255 |WORKS |reputed make suitable for which is suitable to use in configuration |
(INSTRU |hazardous arca hazardous area? f'ﬁf&% ma!o'-
classification with atliitalalc wiIl:'
cohnecting accessories & conneeting
Regd. Office: 7" Floor, NRL Centre, 122A G.S Road, Christian Basti, Guwahati, Assam : Tel: +91 7099031129 Page 24 of
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cd: 05.058.2025

MENTAT
ION)

licensed softwares
(including engineering &
for any required changes)
for the PLC based fire
alarm system panels shall
be supplied by the
contractor for the
configuration &
programming of Rim seal
fire protection system
package PLC. All
softwares shall be of
perpetual (license for life)
license & shall be in the
name of *M/s BCPL,
LEPETKATA™.
[Softwares for graphical
representation of unique
site based layout of tanks
to be provided. The
software shall have
features of tank number
with active pop-up, event
logging, history and
prints.

We understand that the
Laptop is required to carry out
changes in PLC programming
and for software of detection
system. Kindly confirm the
requirement of “Softwares
for graphical representation
of unique site based layout
of tanks to be provided. The
software shall have features
of tank number with active
pop-up, event logging,
history and prints.”?

hiccessorics &
licensed
sofltwares
(including
cngineering &
for any required
changes) for the
PLC based fire
alarm system
pancls shall be
supplied by the
contractor for the
configuration &
programming of]
Rim seal [iref
jirotection

system  package
(P1.C All
softwares  shall

be of perpetual
(license for life)
license & shall be
in the namc of
“M/s BCPI..
| EPETKATA™. |
Soltwares for
eraphical

representation ol
unique site based
layout of tanks (0]
be provided. ‘The
sollware shall
have [eatures ol
tank number with

active  pop-up,
event  logging.
history andl
prints.  Laptop

shall be used for
PLC
programiming
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5/ Dated: 05.05.2025

! and
' SCADA/Graphic
provided — in
Irield [P
Display.  Since.
Fhis 1s required
only for
configuration
purpose.  hence
Hazardous arca
certified Laptop!
is not mandatory.
37 Page —[SCOPE |Configuration — As mentioned in clause PLC [PLC shall be as |
226 of |OF o configuration is as per Vendor|per Vendor's
255  |[WORKS Single standard. However. in tender  |standard
(INSTRU |pyal redundant specification at various complying with
MENTAT clauses it is mentioned DMR  [the tender
ION) Quadruplicate or TMR  ltype PLC. Hence, requesting |requirement.
_ client to please confirm type |
= ) Ady other of PLC system we have to |
Funct.mnal consider rather than stating it |11 order  of
Requirem |, g per Vendor standard  |is as per vendor. priority shall
ens povern as
mentioned in
page no. 224 ol
255.
38 | Page -[JOB All pneumatically Kindly confirm if Air Filter Tender
239 of |SPECIFI [actuated Valves supplied [Regulator have to be Conditions shall
-. 255 |CATIONS|by vendor shall meet API [considered acrass prevail.
' (INSTRU [598 leakage requirements.|Pneumatically Operated
MENTAT |All pneumatically valve?
ION) actuated Valves shall be
- | provided with AFR (min
N::F:Sia > 1_1‘1i0r0f15). AFR Bo'dy, Also please confirm if Limit
AFR adjustment Spindle. Ig\yitch shall also be provided
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" BRAHMAPUTRA CRACKER AND POLYMER LIMITED

(AT AIER &I 39sh#) / (A Govt. of India Enterprise)
CIN: U11101AS2007G0I008290

W“—T THT/Ref. No.: BCPL/C&P/LE248371DD/07008 W/Dated: 05.05.2025
Point no. |AFR Pressure Gauge & lover Pneumatically Operated -
19 AI'R Drain nut shall be ofValve and feedback from
SS 316. Pressure Gauge  [same also to be integrate in |
of AFR shall be of 50mm |Local Fire Alarm PLC |
dia. All mounting System?

accessories, Nuts, Bolts &
linkages shall be of SS.
Pneumatically operated
Valves shall have visual
indications for identifying
the open & close position
(from a distance).
Inductive proximity limit
switches shall be used for
end position monitoring
of such pneumatically
operated Valves. Such
position feedbacks shall
be wired to the RIM Seal
Detection +
Extinguishing package
PLC.

All other terms & conditions of the tender document shall remain unchanged.

Thanking You!

For BRAHM ;\‘ 2LU'TRA CRACKER AND POLYMER LIMITED
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